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Trihalomethane (THM) Testing for Second Quarter 2025 

Date Dugdale Avenue Water Tower Nolan Road Martin Trail Pierce Place 

April 23rd  39 µg/l 62 µg/l 47 µg/l 43 µg/l 46 µg/l 

Alliston/Beeton Area: The Current Running Annual Average (RRA) is 39.8µg/l based on the last four (4) 

Quarters (April 2024 – March 2025). The Maximum Acceptable Concentration for THMs is 100 µg/l. 

Tottenham Area: The Current Running Annual Average (RRA) is 56.3 μg/l based on the last four (4) 

Quarters (July 2024 – April 2025). The Maximum Acceptable Concentration for THMs is 100 μg/l.  

 
 

Haloacetic Acids (HAA) Testing for First Quarter 2025 

Date Beattie Avenue Pierce Place 

March 12th 5.3µg/l 6.6 µg/l 

Alliston/Beeton Area: The Current Running Annual Average (RRA) is 10.0 µg/l based on the last four (4) 

Quarters (June 2024 – March 2025).  The Maximum Acceptable Concentration for HAAs is 80 µg/l. 

Tottenham Area: The Current Running Annual Average (RRA) is 15.2 μg/l based on the last four (4) 

Quarters (April 2024 – March 2025). The Maximum Acceptable Concentration for HAAs is 80 μg/l. 

 
 

Chemical Testing for the Second Quarter of 2025 - Sample Date April 23th  

 

 

Microbiological Testing for May 2025 

Parameter Nitrite Nitrate Iron Hardness 

Parsons Reservoir 0.003< mg/l 0.242mg/l 28µg/l 89.8mg/l 

Well #1 0.003< mg/l 0.014mg/l 303µg/l 151mg/l 

Well #4 0.003< mg/l 0.010mg/l 432µg/l 180mg/l 

Well #5 0.003< mg/l 0.007mg/l 155µg/l 153mg/l 

Well #6 0.003< mg/l 0.009mg/l 464µg/l 186mg/l 

Well #7 0.003< mg/l 0.006mg/l 406µg/l 210mg/l 

Well #8 0.003< mg/l 0.012mg/ 186µg/l 145mg/l 

Dugdale Avenue   181µg/l 106mg/l 

Mill Street Reservoir <0.003 mg/l 0.178 mg/l 410 µg/l 128 mg/l 

Nolan Road - - 128 µg/l 118 mg/l 

Date May 7th May 14th May 21th May 28rd 

Location #1 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #2 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 
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E.C. – Escherichia Coli, T.C. – Total Coliform 

*Location#1-10 from the Alliston/ Beeton Area  

*Location#11-17 from the Tottenham Area  

Location #3 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #4 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #5 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #6 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #7 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #8 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #9 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #10 - 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #11 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #12 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #13 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #14 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #15 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #16 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 

Location #17 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 0 EC, 0 TC 


